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1.0 _INTRODUCTION

- Code Enviro-Sciences, L.L.C. (CODE) was retained by de maximis, Inc. to conduct a pre-
demolition asbestos/disposal survey of the interior and exterior of nine building structures,
(Buildings 1 through 9) if accessible, one littie pump house building and the above-ground

_storage tanks located at the Bayonne Barrel and Drum site located at 150-154 Raymond
Boulevard in Newark, New Jersey. The Bayonne Barrel and Drum Site (sits) occupies
approxumately 15 acres of land on Block 5002, Lots 3 and 14. The property has an elongate
shape and is bounded by Raymond Boulevard and an exit ramp from Routes 1 and 9 to the
north and west, an entrance to the New Jersey Tumpike to the east and south, and a cinema
parking lot to the southwest. The site location is presented as Figure 1.

Nine buildings exist at the Bayonne Barrel and Drum site and are located in the northemn portion
of the site. Building descriptions and estimated construction dates are summarized as follows:

: ng
1 1967 - 1968 reeondmomng of closed head drums,
and for shot blasting open and closed
head drums
2 1964 - 1965 | Drum staging building for the fumace
1964 - 1965 | Fumace for the cleaning of drums
3 Prior to or during | Concrete and brick building used to
the early 1930's | receive open head drums after cleaning
. b linthefumace
4 |Late 1951- 1952 | Transite and steel ‘building used for the
reconditioning of open head drums
5 1967 Paint storage building
6 Prior to or during | Office building
the early 1930's _
7 Prior to or during | Machine shop and maintenance garage
the early 1930's
8 . 1940’s Boiler House
9 1968 - 1969 | Service Building

Bayonne Barrel and Drum operated as an unlicensed treatment, storage and disposal (TSD)
facility on the property from 1940 to the early 1980's when the company filed for bankruptcy
under Chapter 11. Drum cleaning and reclamation operations included washing of open and
closed-head drums and incineration of open head drums.

Seven of the nine buildings were one-story. Building 3 and Building 8 were two-stories. The
. majority of the buildings were constructed of brick and/or cinder block walls, and concrete slab
floors with corrugated metal or wood roofs. The litle pump house building was constructed of
insulated corrugated fiberglass walls and a metal roof. Building 6 had been previously
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demolished and only the outer walls remained. Building 7 had collapsed and could not be
entered. A Site Plan of the property is included as Figure 2.

The services performed by CODE in the buildings and on the above-ground storage tanks
included sample collection of all suspected asbestos-containing materials (ACM).
Photographs of each sample location were taken to document areas that might contain
asbestos and subsequently need an asbestos abatement prior to demolition activities. All
sample locations are identified on Figure 3. Photographs of the sample locations can be found
in Appendix A.

2.0 PURPOSE AND SCOPE OF WORK _ :

The purpose of this pre-demolition asbestos/disposa_l survey was to evaluate the presence or
absence of asbestos-containing materials that would prove environmentally sensitive, if allowed
to mix with general demolition debris for disposal.

Materials identified on the subject site that could potentially be asbestos-containing materials
were as follows: :

Building Interiors
o Floor tiles, wall molding, piping wrap and insulation, boiler insulation, ceiling tiles,
wall and ceiling insulation, window caulking, fire door insulation, fumace insulation.

Building Exterior
e Roofing material, transite, pipe wrap and insulation,

Above-Grou e Ta
¢ Pipe elbow insulation

The Scope of Work was performed as agreed to and outfined in GODE’s' proposal dated May 9,
2003. The following services were provided. . :

» Search, identify and collect samples of all pertinent items and areas.

¢ Each item/area that was sampled was identified on a scale drawing of the site,
prepared in an AutoCAD format and made a part of the final report. Table 1 aiso
presents the asbestos sampling summary.

o Provide an estimate of quantity of asbestos-containing materials.

A total of 60 asbestos samples were collected by CODE as follows:
e Samples collected from roofing materials 19
Samples collected from piping (wrap and insulation) 19 v
Samples collected from ceiling tiles '
Samples collected from ceiling insulation
Samples collected from wall insulation
Samples collected from transite
Samples collected from floor tile
Samples collected from the boiler
Miscellaneous asbestos samples

NN
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' TOTAL 60
Opinions relative. to the potential presence/absence of asbestos presented in this report are
based upon the analytical results obtained from EMSL Analytical, inc., Westmont, New Jersey.

3.0 QUALITY ASSURANCE/ QUALITY CONTROL .

Described below is the site-specific quality assurance/quality control (QA/QC) program
implemented during the pre-demolition asbestos/disposal survey activities conducted at this
facility. The pre-demolition asbestos/disposal survey was performed under the supervision of
Hanry H. Elias, P.E., CHMM and Mr. Vincent Betro (Project Manager) and headed by CODE’s
asbestos sampling team. This team included Ms. Jodie M. Bell, (Associate Project Manager),
and Vincent Betro (AHERA Certified Inspector).

3.1 oS i |

Field personnel wore safety boots, tyvex coveralls, latex gloves and half-face respirators with
HEPA filters on air purifying cartridges.

The asbestos samples were collected utilizing a hammer, chisel, pliers, spray bottle filled with
water and latex-gloved hands. Prior to sample collection, sample locations were identified and
made wet with the help of a spray bottle filled with water. The sample was collected from three
to four different homogeneous locations and a composite sample was placed in airtight zip-lock
plastic bags. Latex gloves were replaced after each sample was collected. Following
collection, the asbestos samples were labeled and placed in a laboratory-supplied container.
Appropriate chain-of-custody documentation was maintained to ensure proper handling and
analysis of the samples. A copy of the chain-of-custody form is included in Appendix B along
with the laboratory data package.

4.0 FIELD ACTIVITIES AND , : : 18 , :
All samples were collected in accordance with Section 3.1 of this report. Table 1 summarizes
the asbestos sampling locations. Table 2 presents the asbestos sampling results summary and
the laboratory analytical data package is presented in Appendix B.

4.1 As mple

On August 4 and 5, 2003, a total of 60 asbestos samples (including multi-layered samples) were
collected from Buildings 1 through 8, the little Pump House Building; piping between Buildings 3
and 7, and piping from the 60,000-gallon above-ground storage tank. Nineteen asbestos
samples were collected from roofing materials, 19 from piping insulation and/or pipe wrap, 3
ceiling tile samples, 3 celling insulation samples, 2 wall insulation samples, 1 roof transite
sample and 1 side building transite sample, 6 floor tile and mastic samples, 2 samples from
insulation surrounding the boiler, 1 sample from fire door insulation, 1 sample from the fumace
insulation, 1 window caulking and 1 vinyt wall molding sample.

Before collecting samples, sample areas were wetted using a spray bottle filled with water.
Samples were collected with the help of chisel and/or pliers and placed in airtight zip-lock plastic
bags. The samples were properly labeled and sent to EMSL Analytical, Inc., Westmont, New
Jersey.
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4.1.1_Building 1

Building 1, which is 32,645 square feet (sq. ft.), is located adjacent to Building 2. The
structure is comprised of a concrete slab floor, cinder block walls and a corrugated metal
roof. The areas identified with Building 1 as potentially being ACM were 4-inch diameter
overhead pipe runs, 4-inch diameter pipes that descended along a vertical steel joist,
and the roofing materials.

- The overhead pipes and the pipes that descended along the vertical steel joist appeared

to be insulated with yellow wool-like material wrapped in aluminum. Samples 046-Bidg1
and 047-Bldg1 (Photo 25) were collected and analyzed from the overhead piping
insulation and sample 022-Bidg1 (yellow wool-like insulation) (Photo 26) was collected
from a pipe run attached to the joist The appearance of the material sampled on the
pipe runs was the same.

The roofing samples were collected from a piece of roof on the floor and from the outer
roof itself. Samples 020-Bidg1 (roof shingle) and 021-Bldg1 (roof-flashing-2 layers) were
collected from the floor. Samples 029-Bldg1 (tar layer) and 030-Bidg1 (tar and flashing,
2-layers) (Photo 17) were collected from the roof overhanging the loading dock, which
was different than the main roof area. The main roof and the loading dock overhang
were relatively flat. '

4.1.2_60.000 Gallon Above-Ground Storage Tank (AST)

Three large above-ground storage tanks are present adjacent to Building 1. Only one of
the three had an insulated pipe elbow. Samples 002-AST and 003-AST (Photo 2) were
collected from the outer wrap and inner insulation of the pipe elbow of the 60,000-galion
AST.

4.1.3 Little Pump House Building

The little pump house is located adjacent to Building 1. The building structure consists
of comrugated fiberglass walls and a corrugated metal roof. There was cellulose-like

insulation that lined the inside walls. Sample 004-littie bidg (Photo 4) was collected from
the wall insulation. '

4.1.4_Building 2

Building 2, which is 2,688 sq. ft, is located adjacent to Building 1. The building is
constructed of a concrete slab floor with numerous pits, cinder block walls and a wood
roof. The areas identified with Building 2 as potentially being ACM were window
caulking, roofing material, and fumace insulation. Although piping is present in the
building, none is insulated.

Sample 037-Bldg2 (Photo 21) was collected from cement-like inner wall insulation of the
fumace. Samples 035-Bldg2 (top layer-2-layers) and 036-Bldg2 (bottom layer) (Photo
20) were collected from the roofing material on the main roof, which consisted of tar and
flashing. The roof was relatively flat.

Sample 023-Bldg2 (Photo 12) was window caulking material collected from around one
window pane. The results of this sample are considered to be representative of all
window caulking in all buildings. :
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4.1.5 Building 3

Building 3, which is 16,363 sq. ft., is located adjacent to Buildings 4, 6 and 7. The
building is constructed of a concrete slab floor, brick walls and a wood roof. The building
is two-stories, but due to poor structural integrity, the second floor could not be
examined. As viewed from the first floor area, insulated piping was visible on the second
floor. The areas identified on the first floor of Building 3 as potentially being ACM were
2-inch diameter and 4-inch diameter overhead pipe runs insulated with yellow wool-like
material, and roofing material. Sample 054-Bidg3 (Photo 30) was collected from the
overhead pipe insulation. Sample 060-Bidg3 (multi-layered) (Photo 34) was collected
from roofing material located on the floor of Building 3. The roofing material was
comprised of tar and flashing over wood.

4.1.6 Piping Between Buildings 3& 7

Two 2-inch diameter overhead pipes were present extending from the outer comer of
Building 3 to the outer comer of Building 7. The pipes were insulated and wrapped with
suspected ACM. Only one of the two pipes was sampled, since the materials appeared
to be the same. Sample 039-Bldg3&7 (Photo 22) was collected from the pipe wrap, and
sample 040-Bidg3&7 (Photo 22) was collected from the yellow/gray wool-like insulation.

4.1.7 Building 4

Building 4, which is 23,345 sq. ft., is located adjacent to Buildings 5 and 3. The building
is constructed of brick walls, a concrete slab floor, wood beams and joists, and a wood

‘roof. The building was divided into a front building and rear building.

in the front building, a Gate House was present. The Gate House contained 9-inchx8-
inch floor tiles, 12-inch x 12-inch ceiling tiles, ceiling insulation, and 2-inch and 4-inch
diameter piping with insulation. Sample 024-Bldg4 (Photo 14) was collected from the
gray 9-inch x 9-inch viny! floor tiles; sample 025-Bidg4 (Photo 15) was collected from the
ceiling tiles; sample 026-Bldg4 (Photo 15) was collected from the pink wool-like ceiling
insulation and sample 027-Bigd4 (Photo 16) was collected from a piece of roof transite
laying on the floor. '

Both 2-inch diameter and 4-inch diameter insulated pipe runs were present in Building 4.
Samples 048-Bldg4 and 048-Bldg4 (Photo 27) were collected from the yellow wool-like
pipe insulation and pipe wrap located on the 2-inch diameter piping in the front building.
In addition, samples 050-Bldg4 and 051-Bidg4 (Photo 28) were collected from the yellow
wool-like pipe insulation and pipe wrap on the 4-inch diameter piping in the front
building. Sample 052-Bldg4 (Photo 29) was collected from the yellow-wool like piping
insulation located in the rear building, and sample 053-Bldg4 (Photo 29) was collected
from the piping wrap in the rear building.

Building 4 has a pitched main roof area and a flat roof over the loading dock area.
Samples 031-Bldg4 (layer 1, which was 4 layers) and 032-Bldg4 (bottom layer) were
collected from the loading dock roof in the front building, which consisted of tar, flashing
and mastic. Sample 033-Bldg4 (transite-white) (Photo 19) was collected from the main
roof, which consisted of transite over tar and flashing. Sample 034-Bldg4 (Photo 19)
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(transite-gray) was collected from the upper half side of the building. Sample 038-Bidg4
( Photo 18) (muiti-layered) was collected from the rear roof of the building.

4.1.8 Building 5

Building 5, whnch is 4,007 sq. ft., is located adjacent to Building 4. The building is
constructed of cinder block walls, a concrete slab floor and a corrugated metal roof.
Building 5 consisted of a 4-inch diameter pipe run with aircell insulation, and a potential
ACM insulating a pipe elbow to an overhead heater in the front of the building. Sample
055-Bidg5 (aircell) (Photo 31) was collected from the pipe run. Sample 056-Bldg5
(Photo 32) was collected from the pipe elbow insulation to the heater. Sample 057-
Bldg5 (Photo 33) was collected from pipe elbow insulation in the rear of Building 5,
which appeared to be a different type of insulation than that of the heater pipe elbow
insulation.

Samples 058-Bldg5 (top layer-tar) and 059-Bidg5 (bottom layer-roof felt) were collected ,
from the roofing material that covered the corrugated metal.

4.1.9 Building 6

Building 6 is formerly 8,360 sq. ft, located directly adjacent to Building 7. Other than the
outer brick walls and some of the concrete siab floor, Building 6 had collapsed and most
of the building debris was already removed. However, a small outer room area attached
to the main building on the eastemn side had its collapsed roof present. A sample of the
roofing materials (sample 001-Bldg6) Photo 1) was collected.

4.1.10 Building 7
Building 7 is formerly 8,848 sq. ft, located directly adjacent to Building 6. Building 7 had

_collapsed and most of the building debris was inside the outer walls. Building 7 could

not be entered. The complete construction of the building could not be assessed.
However, the outer wall was multi-layered and consisted of wood covered with flashing
and tar and additional potential ACM material below it. Sample 028-Bldg7 (muiti-
layered) (Photo 13) was collected from the outer wall.

4.1.11 Bui 8

Building 8, wmch is 2,738 sq. ft., is attached to Building 9. Building 8 is constructed of
cinder block walls, concrete slab floor and a corrugated metal roof. A portion of Building
8 housed two large boilers. The boilers were encased in insulation. Piping and elbow
insulation was also present in the boiler room. Sample 005-Bldg8 was collected from
the outer insulation layer surrounding the boilers. Sample 006-Bidg 8 was collected from
the inner insulation layer surrounding the boilers. Sample 007-Bidg8 (Photo 4) was
collected from the boiler pipe insulation and sample 008-Bidg8 (Photo 4) was collected

- from the 4-inch diameter pipe insulation above the boilers.

Sample 019-Bidg8 (Photo 11) was insulation collected from a fire door in the other
portion of Building 8.

Sample 043:-Bldg8 (3-layers) (Photo 24) was collected from the first layer of the roofing .
materials. Sample 044-Bldg8 (shingle) (Photo 24) was collected from the second layer
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of the roofing materials and sample 045-Bld98 (tar paper) (Photo 24) was collected from
the third layer of the roofing materials. The main roof was pitched.

4.1.12_Building 9

Building S, whlch is 1,848 sq. ft., is attached to Building 8. Building 9 is constructed of
brick walls, a concrete slab floor and a wood roof, and is divided into 6 individual rooms
(see Figure 3 for room locations). Each of the 6 rooms potenhally contained ACM as
follows:

- Room 1 consisted of a drop ceiling with small 12-inch x 1 2—|nch upper ceiling tiles, and
12-inch x 12-inch drop ceiling tiles. Above the upper ceiling tiles, yellow wool-like
insulation (sample 016-Bldg9) (Photo 8) was present. In addition, there were red 8-inch
x 9-inch vinyl floor tiles (sample 009-Bidg9) (Photo 5) and a vinyl wall border (sample
010-Bldg9) (Photo 5) present in Room 1.

‘Room 2 consisted of a drop ceiling with small 12-inch x12-inch upper ceiling tiles
(sample 012-Bidg9) (Photo 7) and 12-inch x 12-inch drop ceiling tiles (015-Bldg9) (Photo
7). Above the upper ceiling tiles, yellow wool-like insulation was present. In addition,
there were tan 12-inch x 12-inch vinyl floor tiles (013-Bldg9) present.

Room 3 consisted of small 12-inch x 12-inch upper ceiling tiles and tan 12-inch x 12-inch
vinyl fioor tiles (011-Bidg9) (Photo 8).

Room 4 consisted of small 12-inch x 12-inch upper ceiling tiles, pink wool-like insulation
above the upper ceiling tiles and tan 12-inch x 12-inch vinyl floor tiles. One sample of
yellow vinyl floor tile (018-Big9) (Photo 10) was collected and analyzed. No samples
were collected from the ceiling tiles or insulation in this room because the same
materials were found in other rooms, which were sampled.

Room 5 consisted of small 12-inch x 12-inch upper ceiling tiles, pink wool-like insulation
above the upper ceiling tiles and tan 12-inch x 12-inch vinyl floor tiles (sample 014-
Bidgo).

Room 6 consisted of small 12-inch x 12-inch upper ceiling tiles, pink wool-like insulation
(017-Bidg8) (Photo 9) above the upper ceiling tiles and 12-inch x 12-inch vinyl floor tiles.
The vinyl floor tile was not sampled because the same material was found in other
rooms, which were sampled. .

Sample 041=B!d99 (multi-layered) (Photo 23) was collected from the first layer of the
roofing materials. Sample 042-Bidg9 (multi-layered) (Photo 23) was collected from the
second layer of the roofing materials. The main roof was relatively fiat.

4.2 Asbestos Sampling Results

A total of 60 asbestos samples were coliected, and submitted for analysis. Some of the samples
were multi-layered and were separated at the laboratory. Therefore the laboratory reported a
total of 66 sample results, which are discussed below.
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4.2.1 Building 1
A total of six samples (046-Bldg1, 047-Bldg1, 022-Bidg1, 020-Bidg1, 028-Bldg1 and
030-Bldg1) were collected and submitted for analysis associated with Building 1.
Samples 046-Bldg1, 047-Bldg1 and 022-Bidg1 collected from the piping insulation inside
Building 1. The sample results did not indicate any detectable asbestos. Samples 020-
Bldg1 (shingle) and 021-Bidg1 (flashing) were collected from the Main Roof materials.
Sample 020-Bldg1 results did not indicate any detectable asbestos. However, sample
021-Bidg1 revealed the presence of chrysotile asbestos at 30%.

Samples 029-Bldg1 and 030-Bidg1 were collected from the roofing materials on the
overhang in the loading dock area. The results for 029-Bldg1 exhibited the presence of
chrysotile asbestos at 4% in the first layer of material. However, the results for sample
030-Bidg1 indicated asbestos was not detected in the second layer of the overhang
roofing materials. _

4.2.2 60 Above-Ground Storage Tank (AS

Only one sample was collected and analyzed from the pipe elbow of the 60,000-gallon
above-ground storage tank. Samples 002-AST and 003-AST were collected from the
outer wrap and inner insulation of the pipe elbow. The results of these samples
exhibited the presence of chrysotile asbestos at 10% and 15%, respectively.

4.2.3 Little Pump House Building | |
One sample (004-Little Bidg) was collected and analyzed from the wall insulation of the
little pump house building. The results indicated no detectable asbestos.

4.2.4 Building 2

A total of four samples (023-Bldg2, 035-Bldg2, 036-Bldg2 and 037-Bldg2) were collected

and submitted for analysis associated with Building 2. Sample 023-Bidg2 (window

caulking) results indicated no asbestos present. The resuits for samples 035-Bidg2 and

036-Bidg2 (Main Roof layers 1 and 2, respectively) exhibited the presence of chrysotile

glsbestos at 15% in sample 035-Bidg2, but no asbestos was detected in sample 036-
dg2. '

Sample 037-Bldg2 (fumnace insulation) results did not indicate any detectable asbestos.

4.25 Building 3

A total of two samples (054-Bldg3 and 060-Bldg3) were collected and analyzed
associated with Building 3. Samples 054-Bldg3 (wool pipe insulation) and sample 060- .
Bldg3 (roofing material) indicated that asbestos was not detected in either sample.

4.2.6 Piping 1 Between Buildings 3 & 7

Two samples, 040-BidgS and 041-Bidg9 were collected and analyzed from the outer and
inner piping wrap. These sample results did not indicate any detectable asbestos.
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4.2.7 Building 4

A total of fifteen samples (024-Bidg4 through 027-Bidg4, 031-Bldg4 through 034-Bldg4,
038-Bldg4, 048-Bidg through 053-Bidg4) were collected and analyzed associated with
Building 4. Sample 024-Bidg4 which was collected from the Gate House portion of
Building 4 was separated at the laboratory into two samples, floor tile and mastic. The
sample of floor tile exhibited the presence of chrysotile asbestos at <1%. The mastic
however, indicated that asbestos was not detected. Samples 025-Bldg4 (12-inch x 12-
inch-ceéiling tile) and 026-Bidg4 (ceiling insulation) were also collected from the Gate
House portion. These sample results did not indicate any detectable asbestos.

Sample 027-Bldg4 (transite piece on the floor) exhibited the presence of chrysohle
asbestos at 18%.

Samples 031-Bldg4 and 032-Bldg4 were collected and analyzed from the first layer and
bottom layer of the loading dock roof. Sample 031-Bidg4 exhibited the presence of
chrysotile asbestos at 5%, but sample 032-B|dg4 did not indicate any detectable
asbestos.

Sample 033-Bldg4 (Main Roof transtte) and sample 34-Bldg4 (siding-top half transste)
both exhibited the presence of chrysotile asbeéstos at 20% and 18%, respactively.

Samples 048-Bidg4 (plpe msulatuon) 049-Bidg4 (pipe wrap) 050-Bidg4 (pipe msulatlon)
and 051-Blidg4 (pipe wrap) were collected and analyzed from the front building. These
sample results did not indicate any detectable asbestos.

Samples 038-Bidg4 (roofing materials), 052-Bidg4 (pipe insulation) and 053-Bidg4 (pipe
wrap) were collected and analyzed from the rear building. The result of sample 038-
Bldg4 exhibited the presence of chrysotile asbestos at 20%. Samples 052-Bidg4 and
053-Bldg4 resiilts did not indicate any detectable asbestos.

4 2.v8718qildi_ g 5

A total of five samples (055-Bldg5 through 059-Bidg5) were collected and analyzed
associated with Building 5. Sample 055-Bldgb (aircell pipe insulation) exhibited the
presence of chrysotile asbestos at 15%. In addition, samples 056-Bldg5 and 057-Bldg5
both collected from pipe elbows exhibited the presence of chrysotile asbestos at 12%
and 5%, respectively. Samples 058-Bidg5 and 059-Bldg5 were collected and analyzed
from the first and second layers of the Main Roof. Sample 058-Bidg5 exhibited the
presence of chrysotile asbestos at 25%, but sample 059-Bidg5 did not md»cate any
detectable asbestos.

4.2.9 Buildin

Only sample 001-Bld96 (roofing matenal) was collected and analyzed from Bulldmg 6..
The resuits did not indicate any detectable asbestos.

4.2.10 Building 7

Only sample 028-Bldg6 (multi-layered outer wall)) was collected and analyzed from
Building 7. The results did not indicate any detectable asbestos.
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4211 Bu:ldlm 8

A total of eight samples (005-Bidg8 through 008-Bidg8, 019-Bidg8, 043-Bldg8 through
045-Bldg8) were collected and analyzed associated with Building 8. Samples 005-Bidg8
and 006-Bldg8 were collected and analyzed from the outer and inner boiler insulation

layers. Sample 005-Bidg8 exhibited the presence of chrysotile asbestos at 15%.

However; sample 006-Bidg8 did not indicate any detectable asbestos.

Sample 007-Bidg8 was collected and analyzed from the boiler pipe insulation. - The
sample results exhibited the presence of chrysotile asbestos at 35%.

Sample 008-Bldg8 was collected and analyzed from pipe insulation in Building 8. The
sample results did not indi wte any detectable asbestos.

- Sample 019-Bidg8 was collected and analyzed from insulation inside a steel fire door

The sample results did not indicate any detectable asbestos. -

Samples 043-Bldg8 through 045-Bldg8 were coliected and analyzed from three layers of
roofing materials associated with Building 8. The sample results did not indicate any

detectable asbestos.

4.2.12 Building 9

| A total of twelve samples (009-Bidg9 through 018-Bldg9, 041-Bldg9 and 042-Bidg9)

were collected and analyzed in association with Building 9. Sample 009-Bidg9 which
was collected from 8-inch x 8-inch vinyl floor tile in Room 1 in Building 9 was separated
at the laboratory into two samples, floor tile and mastic. The sample of floor tile
exhibited the presence of chrysotile asbestos at 10%. The sample of mastic did not
indicate any detectable asbestos.

Sample 010-Bldg9 was collected and analyzed from vinyl wall molding in Room 1 of
Building 9. The sample result did not indicate any detectable asbestos.

Sample 011-Bidg9 which was collected and analyzed from 12-inch x 12-inch vinyl floor
tiles in Room 3 in Building 9 was separated at the laboratory into two sampies, floor tile
and mastic. Both the floor tile and mastic exhibited the presence of chrysotlle asbestos
at <1%.

Samples 012-Bldg9 and 015-Bldg9 was collected and analyzed from 12-inch x 12-inch
upper and lower ceiling tiles in Room 2 in Buildi Both of the sample results did not
indicate any detectable asbestos. q

Sample 013—Bld99 which was collected and analyzed from 12-inch x 12-inch vinyl fioor
tiles in Roo Building 9 was separated at the laboratory into two samples, floor tile
nd mastic. Both the floor tile and mastic exhibited the presence of chrysotile asbestos
at 2% and 4%, respectively.

Sample 014-Bldg® which was collected and analyzed from 12-inch x 12-inch vmyl ﬂoor’
tiles in Roon{ 2)in Building 9 was separated at the laboratory into two samples, floor tile
and mastic-”Both the floor tile and mastic exhibited the presence of chrysotile asbestos .
at 2% anf 4%, respectively.
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Samples 016-Bldg9 and 017-Bldg9 (ceiling insulation) were collected and analyzed from
Rooms 1 and Room 6 in Building 9. The results of both samples did not indicate any
detectable asbestos. ‘

Sample 018-Bidg9 which was collected and analyzed from 12-inch x 12-inch vinyl floor
tiles in Room 4 in Building 9 was separated at the laboratory into two samples, floor tile
and mastic. The resuits of both samples did not indicate any detectable asbestos.

Samples 041-Bidg9 and 042-Bidg9 were collected and analyzed from the first and
second layer roofing materials on the Main Roof. Both samples exhibited the presence
of chrysotile asbestos at 10% and 15%.

RECOMMENDATI

CODE's site reconnaissance and the laboratory énalysas of the sixty samples collected (sixty-
six with laboratory separation) indicate that there is a presence of chrysotile asbestos in or on
Buildings 1, 2, 4, 5, 8 and 9. Specifically, asbestos was confirmed as follows:

¢ in one or more layers of the roofing materials on Buildings 1, 2, 4, 5 and 9.
¢ in transite found on the main roof and top half of the side of Building 4.
¢ in the pipe elbow on the 60,000 galion AST, pipe insulation on the pipe run in Building §

-and in the pipe elbow of the overhead heater in Building 5.
¢ in the 9-inch x 9-inch and 12-inch x 12-inch vinyl floor tiles and/or mastic in Buildings 9

and

¢ in the inner and outer boiler insulation surmundmg the boiler and the boiler piping in

Building 8.

Since, the above-detected asbestos material is classified as a hazardous waste, it should be
removed prior to demolition of the buildings structure. CODE estimates that there are ACM
- that should be removed prior to demolition and properly labeled and disposed. These ACM

- are as follows:
BUILDING ROOF | TRANSITE | BOILER - PIPING FLOOR TILE
NO. (SQ.FT.) SIDING WRAP | (LINEARFT.) (SQ.FT.)
. _(SQ. FT) (SQ. FT)

1 32,644 0 0 0 0
2 3,446 0 0 0 0

60,000 gallon NA NA NA 6 0

AST , ) :

3 0 0 0 o* o*
4 23,344 3,360 0 0 0
) 4,006 0 0 110 0
8 901 0 2,000 5 0
9 1,850 0 0 0 1,100

* Could not inspect second fioor due to poor structural integrity of the bu:ldmg

G:\Documents\JodBelAsbestos reports\Bayonne BarrelBay-Bare! Asbestos Survey.doc




Table 1 ASBESTOS SAMPLING SUMMARY

Page 1 of 3

. Bayonne Barrel & Drum Site
§ample. ‘
Number Description Location. Color
' ’ROOf'(muIti-la"yered) Tar,
- 001-Bldg6 |  Flashing Building 6 Black
- — j 60,000 galion |
002-AST . Pipe elbow-outer wrap AST " Tan/Black
] ' . 60,000 gallon
~ '003-AST Pipe elb‘ow-insmation AST ‘White
o ) B Little Pump
. ._004-th;t_,lg_..Bldg ___Wall insulation- House Building Brown
— | Boller insulation-outer (layer . ' _
005-Bidg8 1) Building 8 White
= Boller msulation —nner _ . '
= ;e'006-8ld'98 g _ (layer 2) _ Building 8 Gray
*007-Bld98 7| Boiler pipe insulation | Building8 | White/Gray
, 008-Bld98 Pipe insulation Building 8 White
- . 1 Building9 _
{ '009-Bldg9 - | 9°x 9" Floortile and mastic.| (Room1) |  Red
010-Bldg® “{ Vinyl border molding (Room 1) Brown
- ~ Building 9
011-Bidg9 ” [12"x12" Floor tile and mastic{ _(Room 3) Tan
. R ~ Building 9
012-Bldgg 12"x1 2 ce:lmg hle—upper ~ (Room 2) White/Tan
Bulldng9 =
- 01 3-Bldgg 12"x12" Floor tlle and mastxc (Room 2). . ‘Tan
FER . : Buxldmgg»- 1 f
=) 014—8ng9 ;12"x12- dorfile and masuc (Room 2). 5 Tan
“Buldngd | .
(] 915-‘_Bldg'9 12"x12" cemng tlle-lower | (Room5) 2 White
RN | 1~ Building 9 -
16-Bldg9 ~ Celimg msulation-wool | (Room1) |  Yellow
3 j"ﬁ'y Bulding 9 :
4 017-Bldg9 Celling msulaﬂon—wooi ‘(Room 6) _ Pink
T . Buldng9 | ;
s 018:Bld99- : 12"x12" Floor tile and mastic .(Room 6‘) 4 _ Yellow
_ 019-Bldge 1 F"re door msulatlon Bunldmg 8 Yellow
020-Bldg1 o) Roof shmgle fBUIldlng 1| - Black .
' ‘021-Bldg1 v Roof ﬂashmg (2-Iayers) ) Buxldmg 1 Black
E & .022~Bldg1 g } g Plpe msulatlon-wool Building 1 Yellow
I 023-Bldgz Y Window-Caulkmg ‘Building 2 ‘White
- Building 4 (Gate
024-Bldg4 _ 9"); 9?’ E{oor*til,e and mastic ' House) : Gray




.  Table 1 ASBEST(SS SAMPLING SUMMARY

‘Bayonne Barrel & Drum Site

"Sample
Number Description | Location Color
025-Bldg4 12‘-‘x1 2" ceiling tile House) | White/Tan
Building 4 (Gate 1
026-Bldg4 _Ceiling ins laﬂon-wool - House) Pink
Transite csiling piece on ,
_027-Bldgd | . fioor Building 4 - White
028-Bldg7 | Outer wall (multidayered) | Building7 | __ Black
029-Bldg1 | Loading dock roof (layer1) |  Building1 | Black
| 030-Bldg1 | Loading dock roof (layer2) | Building 1 _Black
| 031Bido4 | Loading dock roof (layer 1) |  Building4 |  Black
¥ Loading dock roof (bottom S R
;032-Bldg4’ layer ) Building 4 Brown
033-Bldg4» |~ Main roof-ransite Buiiding4 |  White
034-8ldgd | Siding-top half-ransite | “Buliding4 | " Gray
035-Bldg2 /| Main roof-ayer 1 (2-layers)- Buildi'ng 2 '_ Black
036-Bldg2 | Main roof-layer 2 (bottom) ‘Bui!d_ing 2 Brown
’ ‘ lncmerator insulation T
{ 07Bldg2 /| (fumace) Building2 |  Gray
| o038Bidgs Rear roof {inulti-iayered) ..._.-'Buﬂdlng 4 | Black
. - F”pe Dbetween Bulldings 7 & .
; 039—BIdg7&3 ... 3-outerwrap .- Bunldlngs 3 &7 - ‘Black
L /| Pipe between Bunld'mgs 7& : ,_
, 040-BIdg?&3 : 3-mner-wool - Buildlngs.B &7{ Gray/Yellow
& “Main roof-layer1(mult|- R
B : -"041-B'd99 / layered) | Buiding® |  Black -
N 1 7] Man roof-'layerZ(mulﬂ- , o ‘
042:5!(199.. __lavered) . _ Building 9 _ Black
0 [ |Roofshingle, layer 1 (mult-|
L _043Bidg8 |  layered) | Buiding8 | Black
4 | Roof shingle, layer 2 (multi- . E '
044-Bldg8 : Iayered) | Building8 | Lt Brown j
_045.Bidg8 | Roof paper layer3 | Buiding8 | ~ Black
8 1 o046Bidg1 | Pipeinsulation-wool | Building1 |  Yellow
S | o4rBudgt | Peinsuationwool | - Buiding1 | Yelow
% - I £ "048oBldg4 v_r_m_:Plpe lnsulation—wool i B'u_'i]d;i,ngA 1 Yeliow
- 049-Bldg4 : Plpewrap | obuidings |  wnite

‘Page 2 of 3
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Bayonne Barrel & Drum Site

Tabie 1 ASBESTOS SAMPLING SUMMARY

Number

Sample - |

Description

3LOC'aﬁ0‘n

Color

of building)

Yellow

050-Bldg4

051-Bldg4

 Pipe insulation-wool

_ Pipe wrap

| Building 4 (front | .
ofbuilding) |

White

052-Bldg4

[ Building 4 (rear

of building)

Yellow

053-Bldg4

Pipe insulation-wool

"Pipe wrap

T Bulding 4(rear

of building)

White

054-Bldg3

Pipe insulation-wool

Building 3

Yeliow |

Building 5 (pipe
un)

White

055-Bldg5

_Pipe insulation-aircefl

Building 5
(heater).

‘White

056-Bldg5

057-Bldg5

Pipe elbow

Pipe elbow

Building 5 (rear |
.of building)

White

Roof tar-layer 1 (multi-
Cayered)

‘Building 5 _

. 058-Bldg5.
059-Bldg5

Roof"ihédléﬂOn;layer 2

_Black - {1 .-

Roof materials {multi-
. layered)

' Building5

Building 3

Brown

Black

060-Bldg3

Page 3 ¢t 3
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Sample -
‘Number

Table 2 ASBESTOS RESULTS .
Via EPA 600/R-93/116 Method using Polarized Light Microscopy
Bayonne Barvel & Drum Site

Sample

Collection

Date

Laboratory
- Nﬂumber

Asbestos
Type

001-Bldg6

8/4/2003

'8/4/2003 -

8/4/2003

—

050302891-0001

ND

81412003

- 8/4/2003

/050302891-0015 |

§/4/2003

_050302891-0016 |

_017-Bidg9

_8/4/2003 |

050302891-0017

NA

_018-Bldg9

. 8/4/2003

| 0503028910018 |

“NA

3-;‘;5)18-7'5”|dgg

0503028910065 |

NA

- 019-Bldg8

8/4/2003.
8142003

| 050302891-0019 |

NA_

020-Bldg1 |

8/4/2003

8/4/2003

0503028010022

050302891-0020

tlock; 3

© 023-Bldg2

. B/4/2003.

1050302891-0023 |

Page 10of 3




Table 2 ASBESTOS RESULTS
Via EPA 600/R-83/116 Method using Polarized Light Microscopy
' Bayonne Barrel & Drum Site

R I T Sample -] '
Sample Collection | Laboratory | Asbestos
Number | Date | Number Type

i

¢

5

024-Bidg4 |  8/4/2003 | 050302891-0066 | - ND NA
025-Bldg4 8/4/2003 | 0503028910025 | = ND NA
026Bldg4 | /472003 | 050302891:0026 | . ND NA

8/4/2003

030-Bléigt- |

8/4/2003
412003

050302891-0036 | ND
- 050302891-0037 ]

R 2 228

"036-Bidg2_

_050302891-0038

| 039:81dg783 |
.050302891-0040

040:BIdg783 -

- 8/4/2003
- 8/4/2003

g:% ' 1 . 043-Bidg8 8/5/2003 - | 0503028910043 |  ND | . NA

044Bldg8 |  8/5/2003 | 050302891-0044 |  ND NA
045Bidg8" | 8/52003 | 0503028910045 |  ND | . NA
| o4sBidgt | asizoos |Tososzssrooss | D | NA
B | osrmugt | emi003 | Ososo2set0047 ]  ND | Na
L | o4sBdgs | @s003 | os0s028910048 | ND | na |
@ SRR | 049#B£g4~:5*-7}3}5/2o63f | '0503'(")28914)'049"- ND NA |
= | osomigs | smm00s | ososozetooso |  ND. | Na

. Page 20f3
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Table 2 ASBESTOS RESULTS .
Via EPA 600/R-93/116 Method using Polarized Light Microscopy
Bayonne Barrel & Drum SIte

'NA = Not app‘ﬁ@ble

— TS ] =
Sample Collection { Laboratory | Asbestos | . .
Number Date Number Type % Asbestos |

051-Bldg4 | 8/52003 | 0503028910051 |  ND NA
0528ldg4 | 8512008 | 0503028910052 |  ND NA -
053-Bidg4 | 8/5/2003 ;-050302891-0053 [~ NA
054-Bidg3 | _ 8/5/2003 NA

| os0302891:0059 |1

ND Not detected

-Pége_ébf»B'
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NOTE: = -

“This drawing is based.c
conducted by: .

Ass

| Martin:L. Stkorski, P.L.{
{Neglia Engineering.
{34 Park Avenue.

|Lyndhirst, New Jersey

Dated September 26, 2
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